


PARTIAL GROUND FLOOR PLAN - SOUTH

LIGHTING AND FIRE ALARM

SCALE: 1:100

NOTES:

1. EXISTING DEVICES SHOWN FOR REFERENCE

PURPOSES ONLY. UNLESS OTHERWISE NOTED,

COMPLETELY REMOVE AND REINSTALL ALL CEILING

MOUNTED LIGHTING AND FIRE ALARM DEVICES

WITHIN THE OUTLINED AREA.

2. CONNECT TO EXISTING CORRIDOR CR-8 CIRCUIT

SERVING LIGHTING IN THE AREA.

3. EXTEND/REWORK EXISTING CIRCUIT TO NEW

LOCATION.

4. EXTEND/REWORK EXISTING FIRE ALARM ZONE TO

INCLUDE NEW DEVICE. COORDINATE WITH FIRE

ALARM MANUFACTURER (EDWARDS).

5. CONNECT TO EXISTING CIRCUIT SERVING

OUTDOOR LIGHTING IN THE AREA..
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PARTIAL GROUND FLOOR PLANA

E200E200

ELECTRICAL DEMOLITION

SCALE: 1:100

NOTES:

1. COMPLETELY REMOVE ALL LIGHTING, FIRE ALARM,

POWER AND SYSTEMS DEVICES WITHIN THE

OUTLINED AREA UNLESS OTHERWISE NOTED.

REMOVE ALL ASSOCIATED CABLING AND CONDUIT

BACK TO SOURCE.
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E200E200

ELECTRICAL DEMOLITION

SCALE: 1:100

NOTES:

1. COMPLETELY REMOVE ALL LIGHTING, FIRE ALARM,

POWER AND SYSTEMS DEVICES WITHIN THE

OUTLINED AREA UNLESS OTHERWISE NOTED.

REMOVE ALL ASSOCIATED CABLING AND CONDUIT

BACK TO SOURCE.
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PARTIAL GROUND FLOOR PLAN - NORTH

WEST - LIGHTING AND FIRE ALARM

PARTIAL GROUND FLOOR PLAN - NORTH

EAST - LIGHTING AND FIRE ALARM
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SCALE: 1:100

NOTES:

1. CONNECT TO EXISTING CIRCUIT SERVING OUTDOOR

LIGHTING IN THE AREA.

SCALE: 1:100

NOTES:

1. CONNECT TO EXISTING CIRCUIT SERVING OUTDOOR

LIGHTING IN THE AREA.
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PARTIAL GROUND FLOOR PLAN - SOUTH

POWER AND SYSTEMS

SCALE: 1:100

NOTES:

1. EXISTING DEVICES SHOWN FOR REFERENCE

PURPOSES ONLY. REMOVE AND REINSTALL

ALL CEILING MOUNTED POWER AND

SYSTEMS DEVICES WITHIN THE OUTLINED

AREA UNLESS OTHERWISE NOTED.

2. CONNECT TO CIRCUIT SERVING

RECEPTACLES IN THE AREA.

3. PROVIDE TO NEW 1P CIRCUITS IN PANEL 'C'.

PROVIDE NEW BREAKERS TO SUIT EXISTING

WESTINGHOUSE PANEL AS PER BELOW:

3.1. C-40 = 20A 1P

3.2. C-42 = 20A 1P

3.3. D-35 = 15A 1P

4. MOUNT ONE RECEPTACLE AT 280mm TO TOP

OF PLATE AND ONE RECEPTACLE AT 2200mm

TO TOP OF PLATE.
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M101
MECHANICAL LEGEND, ABBREVIATIONS, SCHEDULES & DRAWING LIST

M201 GROUND FLOOR PLAN - PLUMBING

M202 PLUMBING DETAILS & SCHEMATIC

M301

M401

GROUND FLOOR PLAN - HEATING

M501

GROUND FLOOR PLAN - AIR DISTRIBUTION

M502

GROUND FLOOR PLAN - HEATING DEMOLITION

GROUND FLOOR PLAN - AIR DISTRIBUTION DEMOLITION
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RELATIVE HUMIDITYRH

ESTIMATEDEST.

L.W.T. LEAVING WATER TEMPERATURE

SENSIBLESENS

MCA MINIMUM CIRCUIT AMPACITY

MAX MAXIMUM

MIN MINIMUM

HEATING UNITS

DRAWING REFERENCE MANUFACTURER MODEL

SIZE (LENGTH X HEIGHT X DEPTH (mm)) CAPACITY (W) ELECTRICAL (V/Ph/Hz)

MOTOR HP REMARKS

A-1 SIGMA SWE-18S AS PER DRAWING TAG 910 W/m - -
ENCLOSURE LENGTH AS SHOWN ON DRAWINGS, 1 ROW

A-2 SIGMA SWE-24S AS PER DRAWING TAG
1,315 W/m

- -
ENCLOSURE LENGTH AS SHOWN ON DRAWINGS, 2 ROW

GRILLES, REGISTERS AND DIFFUSERS
DRAWING REFERENCE MANUFACTURER MODEL

PANEL SIZE

(mm)

NECK SIZE

(mm)

AIR VOLUME

(L/s)

 REMARKS

SD-1 PRICE SPD/31/B12 610x610 200Ø 66-110
STEEL CONSTRUCTION SQUARE PLAQUE DIFFUSER, EQUALIZING GRID, WHITE FINISH

SG-1 PRICE 520D/F/L/B15 - 300x200 0-160
STEEL CONSTRUCTION, DOUBLE DEFLECTION, CONCEALED FASTENING, VOLUME DAMPER, ALUMINUM FINISH

RG-1 PRICE PDDR/3/B12 610x610 560x560 0-790
STEEL CONSTRUCTION PERFORATED FACE GRILLE, HINGED FACE, WHITE FINISH

EG-1 PRICE 80/F/B12 250x250 250x250 0-140
EXTRUDED ALUMINUM CONSTRUCTION EGG CRATE GRILLE, ALUMINUM GRID CORE, FLAT BORDER, WHITE FINISH

FANS
DRAWING

REFERENCE LOCATION SERVICE MANUFACTURER MODEL
AIR

VOLUME
(L/s)

STATIC
 PRESSURE

(Pa)
FAN
RPM

BRAKE
HP

MOTOR
HP

ELECTRICAL
V/Ph/Hz

INTEL SOUND POWER LEVELS (10-12 WATTS)
REMARKS

1 2 3 4 5 6 7 8

EF-1 MECH 150B ROOM 152 PANASONIC FV-10NLF1 25 75 1,590 - FHP 120/1/60 34 35 29 33 35 36 32 25

TF-2 ROOM  124 ABANDONED SPACE PANASONIC FV-30NLF1 160 50 1,247 - FHP 120/1/60 - - - - - - - -

M102 MECHANICAL DETAILS

MECHANICAL DRAWING LIST

ABBREVIATIONS

CONNECT TO EXISTINGCTE

SYMBOL DESCRIPTION SYMBOL DESCRIPTION SYMBOL DESCRIPTION SYMBOL DESCRIPTION

MECHANICAL LEGEND

DOMESTIC COLD WATER

DOMESTIC HOT WATER

DOMESTIC HOT WATER RETURN

HEAT PUMP WATER RETURN

HEAT PUMP WATER SUPPLY

HOT WATER HEATING RETURN

HOT WATER HEATING SUPPLY

NATURAL GAS

SANITARY DRAIN

STORM DRAIN

SHUT OFF VALVE

CHECK VALVE

COMBINATION SHUT-OFF, BALANCE & CHECK VALVE

PRESSURE REDUCING VALVE

TWO-WAY CONTROL VALVE

BALL VALVE

FLOW CONTROL VALVE

COMBINATION SHUT-OFF & BALANCING VALVE

PRESSURE GAUGE COCK

DRAIN WITH HOSE CONNECTION

UNION

PIPE ANCHOR

CLEANOUT IN WALL

CLEANOUT PLUG

CLEANOUT IN FLOOR

CONCENTRIC REDUCER

STRAINER

STRAINER C/W BLOW OFF

PIPE ALIGNMENT GUIDE

AIR SEPARATOR

FLEXIBLE CONNECTOR

EXPANSION JOINT (EJ) OR EXPANSION COMPENSATOR (EC)

RUNNING TRAP

THREE-WAY CONTROL VALVE

TEMPERATURE-PRESSURE RELIEF VALVE (TPV) OR PRESSURE

EXISTING PIPING TO REMAIN

EXISTING PIPING TO BE REMOVED

RELIEF VALVE (RV)

BACK FLOW PREVENTOR

COLD WATER MAKE-UP STATION

FLANGES 

PUMP

CAP

THERMOMETER

PRESSURE GAUGE

CONCEALED SPRINKLER HEAD C/W GUARD

UPRIGHT SPRINKLER HEAD C/W GUARD

FIRE DEPARTMENT CONNECTION

EXISTING DUCTWORK TO REMAIN - SINGLE LINE

EXISTING DUCTWORK TO BE REMOVED - SINGLE LINE

NEW DUCTWORK - SINGLE LINE

EXISTING DUCTWORK TO REMAIN

EXISTING DUCTWORK TO BE REMOVED

NEW DUCTWORK

FLAT OVAL DUCTWORK

FLEXIBLE DUCTWORK

INTERNALLY INSULATED DUCTWORK

HEAT PUMP UNIT

UNIT HEATER

FORCE FLOW HEATER OR FAN COIL UNIT

SUPPLY DIFFUSER/GRILLE/REGISTER

RETURN GRILLE/REGISTER

EXHAUST GRILLE/REGISTER

WALL-FIN ENCLOSURE AND ELEMENT

BALANCING DAMPER

FIRE DAMPER

OPPOSED BLADE DAMPER - AUTOMATIC OPERATOR

ACCESS DOOR

ACCESS DOOR ON SIDE OF DUCTWORK
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D
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HEATING ELEMENT WITH THREE WAY CONTROL VALVE3
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DESIGNATOR

HEATING EQUIPMENT DESIGNATOR

TYPE- HP HEAT PUMP

UH UNIT HEATER

FF FORCE FLOW UNIT
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AIR QUANTITY

(L/S)

DIFFUSER/REGISTER/GRILLE DESIGNATOR

VALVE FLOW RATE

MECHANICAL EQUIPMENT TAG

FIRE EXTINGUISHER - SURFACE MOUNTED

FIRE EXTINGUISHER - RECESSED

FEX
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TEMPERATURE SENSOR
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